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a b s t r a c t
24This paper presents results obtained from monitoring a 1.72 kWp photovoltaic system installed on a flat
25roof of a 12 m high building in Dublin, Ireland (latitude 53.4N and longitude 6.3E). The system was
26monitored between November 2008 and October 2009 and all the electricity generated was fed into
27the low voltage supply to the building. Monthly average daily and annual performance parameters of
28the PV system evaluated include: final yield, reference yield, array yield, system losses, array capture
29losses, cell temperature losses, PV module efficiency, system efficiency, inverter efficiency, performance
30ratio and capacity factor. The maximum solar radiation, ambient temperature and PV module tempera-
31ture recorded were 1241 W/m2 in March, 29.5 C and 46.9 C in June respectively.
32The annual total energy generated was 885.1 kW h/kWp while the annual average daily final yield, ref-
33erence yield and array yield were 2.41 kW h/kWp/day, 2.85 kW h/kWp/day and 2.62 kW h/kWp/day
34respectively. The annual average daily PV module efficiency, system efficiency and inverter efficiency
35were 14.9%, 12.6% and 89.2% respectively while the annual average daily performance ratio and capacity
36factor were 81.5% and 10.1% respectively. The annual average daily system losses, capture losses and cell
37temperature losses were 0.23 h/day, 0.22 h/day and 0.00 h/day respectively.
38Comparison of this system with other systems in different locations showed that the system had the
39highest annual average daily PV module efficiency, system efficiency and performance ratio of 14.9%,
4012.6% and 81.5% respectively. The PV system’s annual average daily final yield of 2.4 kW h/kWp/day is
41higher than those reported in Germany, Poland and Northern Ireland. It is comparable to results from
42some parts of Spain but it is lower than the reported yields in most parts of Italy and Spain. Despite
43low insolation levels, high average wind speeds and low ambient temperature improve Ireland’s
44suitability.
45 2010 Elsevier Ltd. All rights reserved.
46
47
48 1. Introduction
49 Electricity generation in Ireland is largely based on exhaustible
50 fossil fuels such as oil, gas and coal of which imports in 2008 ac-
51 counted for 90% of all production. World reserves of these fossil
52 fuels are fast diminishing which will inevitably lead to increased
53 energy prices causing serious concerns for Ireland in terms of eco-
54 nomic competitiveness and security of supply. It is therefore
55 imperative that economic growth should be decoupled from the
56 existing heavy dependence on fossil fuels. In order to reduce its
57 dependence on fossil fuels, and to play its part in global warming
58 mitigation, Ireland must develop viable renewable energy supply
59 and efficiency policies which are sustainable in the long-term.
60Electricity generation using photovoltaic (PV) systems is impor-
61tant, reliable and has the potential to play a significant role in CO2
62emissions mitigation [1]. It is widely accepted that PV will become
63one of the major future sources of electricity generation consider-
64ing the potential for cost reduction of PV systems and grid-parity
65expected in Southern and Northern Europe around 2020 [2]. Global
66PV electricity generating technology has sustained an impressive
67annual growth rate compared with other renewable energy gener-
68ating technologies. Total global installed capacity of grid connected
69solar PV was 3.5 GWp, 5.1 GWp, 7.5 GWp and 13 GWp in 2005,
702006, 2007 and 2008 respectively [3]. Despite this impressive
71growth, Ireland still lags with virtually little or no installations.
72In 2008, the cumulative installed PV capacity in Ireland was
730.4 MWp made up of 0.1 MWp and 0.3 MWp of grid-connected
74and off-grid capacity respectively. The installed photovoltaic
75power per inhabitant in Ireland was 0.09 Wp/inhabitant while
76the EU 27 average was 19.2 Wp/inhabitant [4].
0196-8904/$ - see front matter  2010 Elsevier Ltd. All rights reserved.
doi:10.1016/j.enconman.2010.08.007
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77 In April 2008, the Irish Government announced a new micro
78 and small scale electricity generation programme for Ireland. Fifty
79 pilot trial micro-generation installations were due to be installed in
80 2009 with an average plant size of 1.25 kWp [5]. This communiqué
81 highlighted the Irish Government’s desire to implement a micro-
82 generation programme. In February 2009, the Irish Government
83 announced the implementation of a feed-in-tariff of 19 € cents
84 per kW h for electricity from micro-generation [6]. For such a pro-
85 gramme to be successfully implemented, it is imperative that both
86 field trials to provide information on the annual energy yield of
87 typical installations and studies to determine the economics as
88 well as environmental benefits of PV systems in Ireland be under-
89 taken for informed policy implementation.
90 The aim of this paper is to present results obtained from field
91 performance monitoring of a 1.72 kW roof mounted PV system in
92 Dublin, Ireland. Data collected between November 2008 and Octo-
93 ber 2009 was analysed to evaluate the suitability of PV systems for
94 installation in residential buildings in Ireland. The PV system is de-
95 scribed while different performance evaluation parameters are
96 presented based on collected data. The performance parameters
97 calculated include: annual energy generated, array yield, final
98 yield, reference yield, PV module, system efficiency, inverter effi-
99 ciency, performance ratio, capacity factor, array capture losses, sys-
100 tem losses and cell temperature losses. Results obtained give an
101 indication of system performance and provide a basis for economic
102 and environmental impact appraisal of PV generated electricity
103 and inform policy formulation to promote uptake of the technol-
104ogy in Ireland. Performance data are compared with those obtained
105in other locations around Europe and the Middle East.
1062. The PV system
107The PV system was installed on the rooftop of the Focas Insti-
108tute building, Dublin Institute of Technology, Ireland. It consisted
109of eight modules covering a total area of 10 m2 with an installed
110capacity of 1.72 kWp within the range of typical domestic installa-
111tions. The Sanyo HIP-215NHE5 modules were each of 215Wp
112capacity and comprised 72 solar cells made of thin mono-crystal-
113line silicon wafer surrounded by ultra-thin amorphous silicon lay-
114ers. The modules had an efficiency of 17.2% under standard test
115conditions and were connected in series. The unshaded modules
116were fixed, inclined at an angle of 53 equal to the latitude of Dub-
117lin, facing south at an azimuth angle of 0. The roof was approxi-
118mately 12 m high and the modules were mounted on metal
119frames that were 1 m high.
120The PV modules were left uncleaned throughout the monitoring
121period to mimic operation in a domestic dwelling. A single phase
122Sunny Boy SB 1700 inverter was used to convert DC to AC which
123was fed directly into the building. The inverter had a rated maxi-
124mum efficiency of 93.5% and maximum AC power of 1700W. The
125solar irradiation sensor had an accuracy of ±8% and a resolution
126of 1 W/m2. The PV module temperature sensor was a PT 100-M
127type with accuracy of ±0.5 C while the ambient temperature sen-
128sor was a JUMO PT 100 U type with accuracy of ±0.5 C. The ane-
Nomenclature
Am PV module area (m2)
Aa PV array area (m2)
AC alternating current (A)
CF capacity factor (%)
DC direct current (A)
EAC AC energy output (kW h)
EDC,d total daily total DC energy output (kW h)
EAC,d total daily total AC energy output (kW h)
EAC,m total monthly AC energy output (kW h)
EAC,a total annual AC energy output (kW h)
EAC;d monthly average daily total AC output (kW h)
EDC;d monthly average daily total DC output (kW h)
Eideal energy generated at rated power (kW h)
Ereal energy generated during operation (kW h)
GSTC total solar radiation under standard test conditions
(KW/m2)
Gt total in-plane solar radiation (W/m2)
Ht total in-plane solar insolation (kW h/m2)
Lc capture losses (h/day)
Ls system losses (h/day)
LT cell temperature losses (h/day)
PAC AC power (kW)
PDC DC power (kW)
PDC,STC DC power under standard test conditions (kW)
PPV,rated PV rated power (kWp)
PR performance ratio (%)
YA array yield (kW h/kWp)
YF final yield (kW h/kWp)
YR reference yield (kW h/kWp)
g efficiency (%)
Subscripts
deg degradation
m monthly
inv inverter
PV photovoltaic module
soil soiling
sys system
STC standard test conditions
temp temperature
Fig. 1. The PV system installation.
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129 mometer was a Thies small wind transmitter with accuracy of ±5%.
130 Fig. 1 shows pictures of the PV modules and inverter installation.
131 The PV module and array specifications are shown in Table 1 while
132 Table 2 shows the Sunny Boy inverter specifications. The PV system
133 installed cost was €13,200 which consisted of the PV modules, in-
134 verter, electrical accessories, support structure and installation.
135 Fig. 2 shows a breakdown of the PV system installed cost.
136 3. Monitoring and data acquisition
137 The data acquisition system consisted of a Sunny Boy 1700 in-
138 verter, Sunny SensorBox and Sunny WebBox. The Sunny SensorBox
139 was used to measure in-plane total solar radiation on the PV mod-
140 ules. Additional sensors for measuring ambient temperature, wind
141speed and temperature at the back of one of the PV modules were
142connected to the SensorBox. The SensorBox and inverter were con-
143nected to the Sunny WebBox via a serial RS485 link and a Power
144Injector. Data recorded on 5 min intervals in the WebBox was ex-
145tracted via an SD card and read directly into a computer.
1464. Monitoring results
1474.1. Weather data
148Fig. 3 shows monthly average daily total in-plane solar insola-
149tion on the PV modules measured from November 2008 to October
1502009. The monthly average daily total solar insolation varied from
1511.11 kW h/m2/day in December to 4.56 kW h/m2/day in June.
152These values were slightly higher than the corresponding mini-
153mum and maximum long-term monthly average daily values of
1541.08 kW h/m2/day and 4.22 kW h/m2/day in December and July
155respectively. The annual total measured and long-term in-plane
156solar insolations were 1043.1 kW h/m2 and 1034.5 kW h/m2
157respectively. The monthly average daily wind speed varied be-
158tween 2.6 m/s in April and 5.3 m/s in May.
159Fig. 4 shows monthly average daily ambient temperature and
160temperature at the back of one of the PV modules over the moni-
161tored period. The monthly average ambient temperature varied be-
162tween 7.4 C in January and 18.9 C in August while the PV module
163temperature varied between 9.9 C in January and 24.1 C in June.
164Wind speed and PV module temperature data for February were
165not available due to a problem with the SensorBox.
Table 1
PV modules and array specifications.
PV module/array Specification
Type Mono-crystalline silicon
Cell efficiency 19.3%
Module efficiency 17.2%
Maximum power (Pmax) 215 W
Maximum power voltage (Vpm) 42.0 V
Maximum power current (Ipm) 5.13A
Open circuit voltage (Voc) 51.6 V
Short circuit current (Isc) 5.61 A
Warranted minimum power (Pmin) 204.3 W
Output power tolerance +10/5%
Maximum system voltage (Vdc) 1000
Temperature coefficient of Pmax 0.3%/C
Module area 1.25 m2
No. of modules 8
NOCT 45 C
Table 2
Sunny Boy 1700 inverter specifications.
Inverter Specification
Input
Maximum dc power 1850W
Maximum dc voltage 400 V
PV – voltage range at MPPT 139–400 V
Output
Maximum ac power 1700 W
Nominal ac power 1550W
Efficiency
Maximum efficiency 93.5%
Euro-eta 91.8%
Weight 25 kg
62%
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Fig. 2. Cost breakdown of the PV system.
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Fig. 3. Monthly average daily total in-plane solar insolation, long-term in-plane
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Fig. 4. Monthly average daily ambient air and PV module temperature over the
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L.M. Ayompe et al. / Energy Conversion and Management xxx (2010) xxx–xxx 3
ECM 4269 No. of Pages 11, Model 5G
20 August 2010
Please cite this article in press as: Ayompe LM et al. Measured performance of a 1.72 kW rooftop grid connected photovoltaic system in Ireland. Energy
Convers Manage (2010), doi:10.1016/j.enconman.2010.08.007
166 Table 3 shows the fraction of solar radiation, average ambient
167 air temperature, PV module temperature, and wind speed for dif-
168 ferent levels of solar radiation between November 2008 and Octo-
169 ber 2009. The average ambient air temperature varied between
170 12.1 C at 1200–1299W/m2 and 18.0 C at 900–999W/m2. The
171 average PV module temperature varied between 14.3 C at 0–
172 99 W/m2 and 34.8 C at 900–999W/m2. 92.3% of total in-plane so-
173 lar radiation was below 800W/m2 with a maximum average PV
174 module temperature of 22.7 C in this solar radiation range. This
175 indicates low influence of high PV module temperature on the PV
176 system’s performance. Low average ambient temperatures and
177 high wind speeds provided good operating conditions for the PV
178 system by keeping the average PV module operating temperature
179 lower than the standard operating condition temperature.
180 4.2. PV module temperature
181 A PT 100 M-type temperature sensor was used to measure the
182 temperature at the back surface of one of the PV modules. Fig. 5
183 shows the variation of average wind speed, ambient air and PV
184 module temperature against different levels of solar radiation.
185 The ambient air and PV module temperatures are seen to generally
186 increase as the level of solar radiation increases. The PV module
187 temperature experienced a higher increase at solar radiation levels
188 between 600 and 999W/m2 as a result of lower average wind
189 speeds at these radiation levels. However, higher average wind
190 speeds at solar radiation levels between 1000 and 1299W/m2
191 caused a drop in PV module temperature.
192Table 4 shows monthly ranges variation of solar radiation, PV
193module temperature, ambient temperature, and the linear correla-
194tion coefficient (R2) between the PV module temperature and the
195ambient temperature. The average annual R2 value of 0.67 how-
196ever, indicated a fairly wide scatter between the values. This scat-
197ter band arises from delayed transient temperature responses to
198insolation changes and variations in wind speed [7]. High wind
199speeds, low ambient temperatures, the height of the building (over
20012 m) on which the PV modules are installed as well as not being
201roof integrated contributed to lowering the PV module tempera-
202ture. The maximum temperature difference between the PV mod-
203ule and ambient was 26 C and occurred at a solar radiation
204intensity of 791 W/m2. The maximum PV module temperature re-
205corded was 46.9 C which occurred when the solar radiation inten-
206sity, ambient temperature and wind speed were 977.8 W/m2,
20723.6 C and 0.92 m/s respectively.
2085. Performance analysis
209In order to analyse the energy related performance of a grid con-
210nected PV system, some important parameters are to be computed
211using data collected during its operation in a given location. These
212parameters include: the total energy generated by the PV system
213(EAC), the array yield (YA), final yield (YF), reference yield (YR), perfor-
214mance ratio (PR) and capacity factor (CF). These normalized perfor-
215mance indicators are relevant since they provide a basis under
216which PV systems can be compared under various operating
217conditions.
2185.1. Energy output
219The total daily (EAC,d) and monthly (EAC,m) energy generated by
220the PV system are obtained as:
221
EAC;d ¼
Xt¼24
t¼1
EAC;t and EAC;m ¼
XN
d¼1
EAC;d
223
224where N is the number of days in the month.
225The instantaneous energy output was obtained by measuring
226the energy generated by the PV system after the DC/AC inverter
227on 5 min intervals. Fig. 6 shows the monthly total energy gener-
228ated by the PV system over the monitored period which varied be-
229tween 35.6 kW h/kWp in December and 111.7 kW h/kWp in June.
230The annual total energy generated by the PV system was
231885.1 kW h/kWp. Fig. 7 shows variation of AC power output against
232solar radiation. It is seen that power output had a linear relation-
233ship with solar radiation with a correlation coefficient R2 of 0.9929.
2345.2. Array yield
235The array yield (YA) is defined as the energy output from a PV
236array over a defined period (day, month or year) divided by its
237rated power and is given as [8]:
238
YA ¼ EDCPPV;rated ð1Þ 240
241The daily array yield (YA,d) and monthly average daily array
242yield (YA,m) are given as [2,9]:
243
YA;d ¼ EDC;dPPV;rated and YA;m ¼
1
N
XN
d¼1
YA;d
245
246
2475.3. Final yield
248The final yield is defined as the annual, monthly or daily net
249AC energy output of the system divided by the rated or nominal
Table 3
Average ambient air temperature, PV module temperature and wind speed for
different levels of solar radiation.
In-plane solar
radiation (W/
m2)
Fraction of
solar radiation
(%)
Ambient
temperature
(C)
PV module
temperature
(C)
Wind
speed
(m/s)
0–99 30.3 13.9 14.3 3.6
100–199 22.6 15.4 17.9 4.1
200–299 12.8 16.0 20.6 4.3
300–399 7.9 16.0 22.1 4.5
400–499 5.9 16.0 23.7 4.7
500–599 4.9 16.2 25.5 4.7
600–699 4.2 16.5 27.5 4.8
700–799 3.8 17.5 30.2 4.7
800–899 3.8 18.1 33.3 4.4
900–999 3.0 18.3 34.8 4.6
1000–1099 0.8 16.8 30.9 5.9
1100–1199 0.1 16.8 29.6 5.8
1200–1299 0.0 12.1 29.0 5.8
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Fig. 5. Average wind speed, ambient air and PV module temperature against
different levels of solar radiation over the monitored period.
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250 power of the installed PV array at standard test conditions (STC)
251 of 1 kW/m2 solar irradiance and 25 C cell temperature. This is a
252 representative figure that enables comparison of similar PV
253 systems in a specific geographic region. It is dependent on the
254 type of mounting, vertical on a façade or inclined on a roof
255 and also on the location [9]. The annual final yield is given as
256 [8,10]:
257
YF;a ¼ EAC;aPPV;rated ð2Þ259
260The daily final yield (YF,d) and the monthly average daily final
261yield (YF,m) are given as:
262
YF;d ¼ EAC;dPPV;rated and YF;m ¼
1
N
XN
d¼1
YF;d
264
2655.4. Reference yield
266The reference yield is the total in-plane solar insolation Ht
267(kW h/m2) divided by the array reference irradiance (1 kW/m2).
268It is the number of peak sun-hours and is given as [8]:
269
YR ¼ HtðkW h=m
2Þ
1ðkW=m2Þ ð3Þ 271
272Fig. 8 shows the monthly average daily PV system’s final, refer-
273ence and array yields over the monitored period. The monthly
274average daily final, reference and array yields varied between
2751.2–3.7 kW h/kWp/day, 1.1–4.6 kW h/kWp/day and 1.3–4.0 kW h/
276kWp/day in December and June respectively. The annual average
277daily final, reference and array yields were 2.41 kW h/kWp/day,
2782.85 kW h/kWp/day and 2.62 kW h/kWp/day respectively.
2795.5. PV module efficiency
280The instantaneous PV module conversion efficiency is calcu-
281lated as [11]:
282
gPV ¼
PDC
GtAm
ð4Þ 284
285The monthly PV module efficiency (gPV,m) is calculated as [7]:
Table 4
Monthly variation of solar radiation, PV module temperature, ambient temperature.
Month Solar radiation (W/m2) PV module temperature (C) Ambient temperature (C)
Min Max R2 Min Max Min Max
January 2.5 744.9 0.64 1.4 27.6 1.0 14.1
February 0.4 1023.4 1.4 15.6
March 4.8 1241.9 0.57 0.4 40.7 2.7 20.7
April 6.6 1184.5 0.76 2.0 41.6 6.0 21.3
May 5.8 1173.1 0.66 4.5 44.6 6.8 23.2
June 6.5 1105.9 0.72 9.0 46.9 10.8 29.5
July 6.6 1104.4 0.69 11.5 41.9 11.9 24.4
August 5.5 1153.0 0.64 10.5 46.4 12.4 27.9
September 4.6 1119.6 0.77 6.7 46.6 9.2 24.0
October 6.1 979.7 0.71 3.5 43.2 6.1 20.9
November 5.6 834.1 0.60 1.7 37.4 0.6 16.6
December 3.6 643.8 0.66 3.5 28.0 0.0 13.9
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Fig. 6. Monthly total energy generated over the monitored period.
Fig. 7. AC power output against solar radiation.
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286
gPV;m ¼
EDC;d
GtAm
 
 100% ð5Þ
288
289 5.6. System efficiency
290 The instantaneous PV system efficiency is calculated as [11]:
291
gPV ¼
PAC
GtAa
ð6Þ293
294 The monthly system efficiency (gsys,m) is calculated as [7]:
295
gsys;m ¼
EAC;d
GtAa
 
 100% ð7Þ
297
298 5.7. Inverter efficiency
299 The instantaneous inverter efficiency is calculated as:
300
gPV ¼
PAC
PDC
ð8Þ302
303 The monthly inverter efficiency (ginv,m) is calculated as follows
304 [7]:
305
ginv;m ¼
EAC;d
EDC;d
 !
 100% ð9Þ
307
308 Fig. 9 shows the monthly average daily PV module, system and
309 inverter efficiency over the monitored period. The PV module and
310 system efficiency varied between 13.8% in February and 17.1% in
311 December and 11.3% in February and 14.3% in December respec-
312 tively. The monthly average daily inverter efficiency varied be-
313 tween 85.4% in December and 91.5% in June and August. The
314 annual average daily PV module, system and inverter efficiencies
315 were 14.9%, 12.6% and 89.2% respectively.
316 Fig. 10 shows daily variation of PV module and inverter efficien-
317 cies during three days characterized by heavily overcast (10/03/
318 09), clear (20/03/09) and intermittent cloud covered (21/03/09)
319 skies. During the clear sky day, the PV module and inverter effi-
320 ciency peak during the early hours after sunrise and late hours dur-
321 ing sunset. The lowest efficiency occurs at the peak of solar
322 radiation showing the effect of PV cell temperature increase on cell
323 efficiency. During days with heavily overcast sky and intermittent
324 cloud covered sky the PV module and inverter efficiencies show an
325 irregular profile.
326 Fig. 11 shows variation of inverter efficiency with in-plane solar
327 radiation. The inverter efficiency is seen to increase as the level of
328 solar radiation increases from 0 to 200 W/m2 and then remains
329fairly constant between 91% and 93%. The maximum inverter effi-
330ciency was 94.9% when the solar radiation value was 634.6 W/m2.
3315.8. Performance ratio
332The performance ratio (PR) indicates the overall effect of losses
333on a PV array’s normal power output depending on array temper-
334ature and incomplete utilization of incident solar radiation and
335system component inefficiencies or failures. The PR of a PV system
336indicates how close it approaches ideal performance during real
337operation and allows comparison of PV systems independent of
338location, tilt angle, orientation and their nominal rated power
339capacity [12,13]. The PV system efficiency is compared with the
340nominal efficiency of the photovoltaic generator under standard
341test conditions. Performance ratio is defined by the following equa-
342tions as [14,15]:
343
PR ¼ gsys
gSTC
¼ EAC
Gt
GSTC
PDC;STC
¼ EAC
GtgSTC
ð10Þ
345
346where
347
gsys ¼
EAC
AaGt
and gSTC ¼
PDC;STC
AaGSTC 349
350Performance ratio is also defined as a ratio of the final yield di-
351vided by the reference yield and it represents the total losses in the
352PV system when converting from DC to AC. Performance ratio is
353also expressed as [8,9,16]:
354
PR ¼ YF
YR
¼ Ereal
Eideal
¼ gdeggtemgsoilginv ð11Þ 356
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357 5.9. Capacity factor
358 The capacity factor (CF) is a means used to present the energy
359 delivered by an electric power generating system. If the system
360 delivers full rated power continuously, its CF would be unity. The
361 capacity factor (CF) is defined as the ratio of the actual annual en-
362 ergy output to the amount of energy the PV systemwould generate
363 if it operated at full rated power (PPV,rated) for 24 h per day for a
364 year and is given as [8]:
365
CF ¼ YF;a
24 365 ¼
EAC;a
PPV;rated  8760 ¼
Ht  PR
PPV;rated  8760 ð12Þ367
368 The CF for a grid connected PV system is also given as [17]:
369
CF ¼ h=day of \peak sun’’
24 h=day
ð13Þ
371
372 Fig. 12 shows variation of monthly average daily performance
373 ratio and the PV system’s capacity factor over the monitored peri-
374 od. The performance ratio varied between 72.3% in February and
375 91.6% in December and the annual average performance ratio
376 was 81.5%. The monthly average daily capacity factor varied be-
377 tween 5.0% in December and 15.5% in June with an annual average
378 of 10.1%.
379 5.10. Energy losses
380 There exist a variety of sources through which energy losses oc-
381 cur in PV systems. These losses affect the performance of PV sys-
382 tems thereby justifying why it is necessary to evaluate these
383 losses using detailed performance monitoring data. Prominent
384 among these losses are: array capture losses, system losses, cell
385 temperature losses, soiling and degradation. Soiling and degrada-
386 tion losses are more difficult to evaluate because they are small ef-
387 fects that occur over large fluctuations in operating conditions and
388 are not be discussed here.
389 Under real operating conditions the following additional losses
390 could be observed [18]:
391  Optical reflection losses due to non-perpendicular irradiance.
392  Losses due to low irradiance levels (reduction of form factor and
393 voltage).
394  Thermal losses as voltage reduction due to elevated cell
395 temperatures.
396  Reduction of output current for irradiance sun spectra with an
397 air mass lower than AM 1.5.
398  Shadowing: if a cell is shadowed in a serial string, the output
399 current is limited by the reduced current of the shadowed cell.
400 Power conditioning units are very often located in a small build-
401ing some distance away from the generator. According to liter-
402ature, the wiring losses from the PV panels to the converters are
403in the vicinity of 3% for most applications.
404 The inverters often have high conversion efficiencies at the
405rated power input, but for low irradiance levels and low power
406input the conversion efficiency decreases. Therefore, the aver-
407age conversion efficiency over a whole day could be consider-
408ably lower than the rated one.
409
4105.10.1. Array capture losses
411Array capture losses (Lc) are due to the PV array losses and are
412given as [8]:
413
Lc ¼ YR  YA ð14Þ 415
4165.10.2. System losses
417System losses (Ls) are as a result of the inverter and are given as
418[8]:
419
Ls ¼ YA  YF ð15Þ 421
4225.10.3. Cell temperature losses
423As a general rule of thumb, the PV module peak power (Pm) de-
424creases by 0.3–0.4% for every 1 C increase in the PV cell tempera-
425ture above standard test conditions (STC). Losses resulting due to
426the operating cell temperature varying about the temperature at
427STC, LT are calculated as [19]:
428
LT ¼ EAT  EA ð16Þ 430
431where
432
EAT ¼ EAgtem 434
435The temperature loss coefficient (gtem) is calculated as [8]:
436
gtem ¼ 1 bðTc  25Þ 438
439Fig. 13 shows the monthly average daily capture and system
440losses over the monitored period. The system losses varied be-
441tween 0.12 h/day in December and January to 0.32 h/day in May.
442In November, December and January the PV modules experienced
443improvements in capture of 0.08 h/day, 0.21 h/day and 0.16 h/day
444respectively while capture losses varied between 0.12 h/day in
445October and 0.51 h/day in June. The maximum average daily loss
446due to temperature effect was 0.09 h/day which occurred in June.
447Due to low average daily module temperatures between November
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Fig. 12. Monthly average daily performance ratio and capacity factor over the
monitored period.
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monitored period.
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448 and April, there is a positive temperature effect on the PV modules’
449 output. On average there was no net cell temperature loss over the
450 monitored period.
451 5.11. Seasonal performance
452 The seasonal average daily in-plane solar insolation, ambient
453 temperature, module temperature, wind speed, PV module effi-
454 ciency, system efficiency and inverter efficiency over the moni-
455 tored period are shown in Table 5. The results show that the
456 maximum seasonal average in-plane solar insolation, ambient
457 temperature, module temperature and inverter efficiency were
458 3.9 kW h/m2-day, 18.2 C, 23.4 C and 91.3% respectively in sum-
459 mer while the maximum wind speed, module efficiency and sys-
460tem efficiency were 4.4 m/s, 15.7% and 13.0% in winter
461respectively. The minimum seasonal average in-plane solar insola-
462tion, ambient temperature, module temperature and inverter effi-
463ciency were 1.4 kW h/m2-day, 8.2 C, 10.0 C and 86.2%
464respectively in winter while the minimum wind speed was
4654.0 m/s in autumn and the minimummodule and system efficiency
466were 14.1% and 12.4% respectively in summer.
467The seasonal energy generated, final yield, reference yield, array
468yield, capture losses, system losses, capacity factor and perfor-
469mance ratio over the monitored period are shown in Table 6. The
470results show that the maximum seasonal average energy gener-
471ated, final yield, reference yield, array yield, capture losses, cell
472temperature losses and capacity factor were 288.8 kW h/kWp,
4733.14 kW h/kWp/day, 3.89 kW h/kWp/day, 3.42 kW h/kWp/day,
Table 5
Seasonal average daily in-plane solar insolation, ambient temperature, module temperature, wind speed, PV module efficiency, system efficiency and inverter efficiency over the
monitored period.
Season In-plane solar insolation
(kW h/m2-day)
Ambient
temperature (C)
PV module
temperature (C)
Wind speed
(m/s)
PV module
efficiency (%)
System
efficiency (%)
Inverter
efficiency (%)
Winter 1.4 8.2 10.0 4.4 15.7 13.0 86.2
Spring 3.8 12.6 17.1 4.2 14.9 12.5 89.7
Summer 3.9 18.2 23.4 4.3 14.1 12.4 91.3
Autumn 2.4 14.0 18.1 4.0 14.7 12.7 89.8
Table 6
Seasonal energy generated, final yield, reference yield, array yield, capture losses, system losses, capacity factor and performance ratio over the monitored period.
Season Energy generated
(kW h/kWp)
Final yield
(KW h/kWp/
day)
Reference yield
(KW h/kWp/day)
Array yield
(KW h/kWp/
day)
Capture
losses (h/
day)
System
losses (h/
day)
Cell temp.
losses (h/day)
Capacity
factor (%)
Performance
ratio (%)
Winter 122.0 1.31 1.40 1.44 0.04* 0.13 0.05* 5.5 84.4
Spring 286.7 3.12 3.75 3.40 0.36 0.28 0.01* 13.0 80.1
Summer 288.8 3.14 3.89 3.42 0.48 0.28 0.07 13.1 79.3
Autumn 187.6 2.06 2.37 2.24 0.12 0.19 0.00 8.6 82.1
Average 2.41 2.85 2.63 0.23 0.22 0.00 10.1 81.5
* Values represent capture and cell temperature gains.
Table 7
Performance parameters for different building mounted PV systems.
Location PV
type
Energy output
(kW h/kWp)
Final yield (kW h/
kWp-day)
PV module
efficiency (%)
System
efficiency (%)
Inverter
efficiency (%)
Performance
ratio (%)
Reference
Crete, Greece PC-Si 1336.4 2.0–5.1 – – – 67.4 [8]
Germany 680 1.9 – – – 66.5 [13]
Málaga, Spain 1339 3.7 8.8–10.3 6.1–8.0 85–88 64.5 [21]
Jaén, Spain 892.1 2.4 8.9 7.8 88.1 62.7 [22]
Algeria MC-
Si
10.1 9.3 80.7 – [23]
Calabria, Italy PC-Si 1230 3.4 7.6 – 84.8 – [24]
Germany 700–1000 1.9–2.7 – – – – [15]
Ballymena, Northern
Ireland
MC-
Si
616.9 1.7 7.5–10.0 6.0–9.0 87 60–62 [10]
Warsaw, Poland A-Si 830 2.3 4.5–5.5 4.0–5.0 92–93 60–80 [25]
Castile & Leon, Spain MC-
Si
1180 1.4–4.8 13.7 12.2 89.5 69.8 [26]
Umbertide, Italy PC-Si – – 4.0–7.0 6.2–6.7 – – [27]
UK 744 – – – – 69 [9]
Liverpool, UK Tiles 777 – – – – 72 [9]
Dublin, Ireland MC-
Si
885.1 2.4 14.9 12.6 89.2 81.5 Present
study
UK A-Si – – 3.7 3.2 64.5 42.0 [10]
UK PC-Si – – – 7.5 – 68.0 [10]
UK – – – – 8.4 90–91 59–61 [10]
Italy A-Si – – – – – 66 [10]
Germany – – – – – – 50–81 [10]
Brazil A-Si – – – 5 91 – [10]
Thailand – – 2.9–4.0 – – 92–98 70–90 [28]
PC-Si: poly-crystalline silicon, MC-Si: mono-crystalline silicon, A-Si: amorphous silicon.
8 L.M. Ayompe et al. / Energy Conversion and Management xxx (2010) xxx–xxx
ECM 4269 No. of Pages 11, Model 5G
20 August 2010
Please cite this article in press as: Ayompe LM et al. Measured performance of a 1.72 kW rooftop grid connected photovoltaic system in Ireland. Energy
Convers Manage (2010), doi:10.1016/j.enconman.2010.08.007
474 0.48 h/day, 0.07 h/day and 13.1% respectively in summer while the
475 maximum system losses were 0.28 kW h/kWp/day in spring and
476 summer and the maximum performance ratio was 84.4% in winter.
477 The minimum energy generated, final yield, reference yield, array
478 yield, capture losses, system losses, cell temperature losses and
479 capacity factor were 122.0 kW h/kWp, 1.31 kW h/kWp/day,
480 1.40 kW h/kWp/day, 1.44 kW h/kWp/day, 0.04 h/day, 0.13 h/day,
481 0.05 h/day and 5.5% respectively in winter while the minimum
482 performance ratio was 79.3% in summer. The negative capture loss
483 in winter represents improvement in capture. The system perfor-
484 mance parameters in spring were close to those in summer since
485 both periods had almost the same level of average daily solar inso-
486 lation. The annual average daily final yield, reference yield, array
487 yield, capture losses, system losses, cell temperature losses, capac-
488 ity factor and performance ratio were 2.41 kW h/kWp/day,
489 2.85 kW h/kWp/day, 2.63 kW h/kWp/day, 0.23 h/day, 0.22 h/day,
490 0.00 h/day, 10.1% and 81.5% respectively.
491 6. Comparative PV system performance
492 To be able to compare operating results from different PV sys-
493 tems, the specific yield in kW h/kWp/year is calculated as well as
494 the performance ratio. The full-load hours or the final yield (YF)
495 is also a very important factor for comparing PV systems. The
496 full-load hours is the ratio of the yield over a particular time period
497 to the nominal power of the generator. The reference time-frame
498 can be a day, week, month or year and is given as [16]:
499
YF ¼ ErealPPV;rated ð17Þ501
502 The annual average daily final yield of other monitored PV sys-
503 tems previously reported include: Germany, 1.8 kW h/kWp/day;
504 The Netherlands, 1.8 kW h/kWp/day; Italy, 2.0 kW h/kWp/day; Ja-
505 pan, 2.7 kW h/kWp/day and Israel, 3.5 kW h/kWp/day [20]. Table
506 7 shows performance parameters for different building mounted
507 PV systems. The annual average daily final yield of the PV system
508 in this study was 2.4 kW h/kWp/day which was higher than those
509 reported in Germany, Poland and Northern Ireland. It is compara-
510 ble to results from some parts of Spain but it was lower than the
511 reported yields in Italy and southern parts of Spain. The PV system
512 had the highest PV module efficiency, system efficiency and perfor-
513 mance ratio compared to the other systems. High wind speeds and
514 low ambient temperature at the test location provided suitable
515 conditions for PV systems.
516 7. Conclusion
517 A 1.72 kWp grid connected PV system installed in Dublin, Ire-
518 land was monitored between November 2008 and October 2009
519 and its performance parameters were evaluated on monthly, sea-
520 sonal and annual basis. Site data during the monitored period
521 showed that annual average daily PV module in-plane solar insola-
522 tion, ambient temperature, PV module temperature and wind
523 speed were 2.9 kW h/m2/day, 13.3 C, 17.2 C and 4.2 m/s
524 respectively.
525 The monthly total energy generated varied between 35.6 kW h/
526 kWp in December and 111.7 kW h/kWp in June while the annual
527 total energy generated was 885.1 kW h/kWp. The monthly average
528 daily final, reference and array yields varied between 1.2 kW h/
529 kWp/day and 3.7 kW h/kWp/day, 1.1 kW h/kWp/day and 4.6
530 kW h/kWp/day and 1.3 kW h/kWp/day and 4.0 kW h/kWp/day in
531 December and June respectively. The annual average daily final
532 yield, reference yield and array yield were 2.41 kW h/kWp/day,
533 2.85 kW h/kWp/day and 2.62 kW h/kWp/day respectively. Low lev-
534 els of solar insolation during winter resulted in low final yield. The
535PV module and system efficiencies varied between 13.8% in Febru-
536ary and 17.1% in December and 11.3% in February and 14.3% in
537December respectively. The monthly average daily inverter effi-
538ciency varied between 85.4% in December and 91.5% in June and
539August. The annual average daily module, system and inverter effi-
540ciencies were 14.9%, 12.6% and 89.2% respectively.
541The performance ratio varied between 72.3% in February and
54291.6% in December and the annual average performance ratio
543was 81.5%. The monthly average daily capacity factor varied be-
544tween 5.0% in December and 15.5% in June with an annual average
545of 10.1%. The system losses varied between 0.12 h/day in Decem-
546ber and January and 0.32 h/day in May. In November, December
547and January the PV modules experienced improvements in capture
548of 0.08, 0.21 and 0.16 h/day respectively while capture losses var-
549ied between 0.12 h/day in October and 0.51 h/day in June. The
550maximum average daily loss due to temperature effect was
5510.09 h/day and occurred in June. The system losses varied between
5520.12 h/day in December and January and 0.32 h/day in May. In
553November, December and January the PV modules experienced
554improvements in capture of 0.08, 0.21 and 0.16 h/day respectively
555while capture losses varied between 0.12 h/day in October and
5560.51 h/day in June. The maximum average daily loss due to tem-
557perature effect was 0.09 h/day and occurred in June.
558Comparison of results from this study with those obtained from
559other studies internationally revealed that the PV system’s annual
560average daily final yield of 2.4 kW h/kWp/day is higher than those
561reported in Germany, Poland and Northern Ireland. It is compara-
562ble to results from some parts of Spain but it is lower than the re-
563ported yields in most parts of Italy and Spain. The PV system has
564the highest PV module efficiency, system efficiency and perfor-
565mance ratio compared to the other reported systems. Despite
566low insolation levels, high average wind speeds and low ambient
567temperature improve Ireland’s suitability.
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